TRACING WIRE [PURPLE] 
SEE DETAIL GU004

BROOKS #1100 METER BOX BY CITY (TYPICAL)

CONNECTION ISSUED 2017
ALTAMONTE SPRINGS, FLORIDA 32714 REVISED 03/01/2017 BY DJB

PUBLIC WORKS & UTILITIES ENGINEERING & DESIGN STANDARDS

TRACING WIRE [PURPLE] 
SEE DETAIL GU004

BRASS LOCKING CURB STOP W/ LOCKABLE WING "REUSE WATER" STAMPED ON TOP

CONNECT WITH DIRECT BURY LUG

DOUBLE STRAP SADDLE W/ 2" IPT OPENING FORD 1 1/2" CORP. STOP CAT # FB1100 OR APPROVED EQUAL.

BROOKS #1100 METER BOX BY CITY (TYPICAL)

COMMON SIDE LOT LINE

TO SPRINKLER SYSTEM

METER BOX

TO SPRINKLER SYSTEM

METER BOX

1-1/2" SDR-9 POLYETHYLENE TUBING PURPLE IN COLOR

1" SDR-9 POLYETHYLENE TUBING PURPLE OR BROWN IN COLOR; TUBING LENGTH (3.0' MIN.) TYP.

1-1/2"X 1" Y-BRANCH

2" x 1-1/2" BRASS BUSHING

1-1/2" SDR-9 POLYETHYLENE TUBING PURPLE IN COLOR

2" PVC CASING

FIN. GRADE

4'-0" TYPICAL

1'-0" TYP

G.V.*

VARIES

TYPICAL SECTION

PLAN - DOUBLE SERVICE

1" SDR-9 POLYETHYLENE TUBING PURPLE OR BROWN IN COLOR; TUBING LENGTH (3.0' MIN.) TYP.

NOTES:
1. ALL VALVES SHALL BE FULL PORT.
2. * DENOTES BY OTHERS.

RECLAIMED WATER - DOUBLE SERVICE CONNECTION

RW003-2
ISSUED 2017
REVISED 03/01/2017 BY DJB